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GENERAL CONSTRUCTION NOTES

SEE GENERAL NOTES ON SHEET GI-102.

ALL DIMENSIONS ARE TO BE FIELD VERIFIED PRIOR TO CONSTRUCTION.

ALL ITEMS INSTALLED AND MANUFACTURED FOR PSYCH TOILET AND
TREATMENT ROOMS SHALL BE CONNECTED, FASTENED OR ANCHORED
WITH TAMPER RESISTANT SCREWS OR FASTENERS.

REPAIR AND PATCH ALL EXISTING GYPSUM BOARD PARTITIONS AS
REQUIRED TO RECEIVE NEW FINISHES.

AFTER PAINTING IS COMPLETE, REINSTALL ALL WALL MOUNTED
EQUIPMENT, PLATES, SIGNAGE, ETC. THAT HAS BEEN REMOVED PRIOR
TO PAINTING.

INTENT IS THAT ALL PAINTED SURFACES INCLUDING WALLS, SOFFITS,
FASCIAS, BULK HEADS, AND HARD CEILINGS ARE TO RECEIVE NEW
PAINT UNLESS NOTED OTHERWISE. CLEAN AND PREPARE SURFACES
BEFORE PAINTING. FOLLOW ALL PAINT MANUFACTURERS REQUIREMENTS
AND RECOMMENDATIONS. DISMOUNT ALL WALL MOUNTED SIGNAGE,
PLATES, FIXTURES, EQUIPMENT, HANDRAIL, BUMPER GUARDS,
MISCELLANEOUS HARDWARE, ETC. AND REINSTALL AFTER PAINTING IS
COMPLETE.

FIXED ITEMS THAT WILL REMAIN MOUNTED DURING PAINTING, SHALL
BE MASKED.

REMOVE ANY UNUSED FASTENERS FROM THE WALL AND PATCH HOLE.

PATCH ALL HOLES IN WALL. REPAIR ANY WALL DAMAGE BEFORE
PAINTING. FILL GOUGES.

PROVIDE BLOCKING BEHIND ALL WALL MOUNTED CABINETS, SINKS,
WALL PROTECTION RAILING, AND OTHER ITEMS.

ALL ISOLATION ROOMS ARE TO HAVE ANY AND ALL PENETRATIONS,
CONDUITS, GAPS, AND VOIDS TO BE SEALED.
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b CLARIFICATION — HEADWALL, SECRUITY HEADWALL, PATIENT BED SERVICE
WALLS AND PBPU ALL REFER TO PATIENT BED SERVICE WALLS AS
SPECIFIED IN SPECIFICATION SECTION 10 25 13.

STANDARD WALL — SEE WALL TYPES

PEEEEEE @ REE FEE EEE0 OPEREEREREEEENEY G © B

CODED NOIES

INSTALL CORNER GUARD. SEE DETAIL 9/AS—302, TYPICAL.

INSTALL HANDRAIL/WALL GUARD COMBINATION AND RIGID PLASTIC
WAINSCOT. SEE DETAIL 2/AS—-302, TYPICAL.

INSTALL HANDRAIL/WALL GUARD COMBINATION. CUT EXISTING GYPSUM
BOARD IN ORDER TO INSTALL BLOCKING AS FOR HANDRAIL/WALL GUARD
COMBINATION. PAINT ENTIRE WALL OR TO NEAREST CORNER EACH WAY.
VERIFY STOPPING POINT WITH COTR PRIOR TO START OF WORK.

FILM ILLUMINATOR — VA FURNISHED AND VA INSTALLED.
DRAWINGS.

SEE ELECTRICAL

INSTALL NEW HEADWALL SYSTEM WITH MEDICAL GAS CONNECTIONS,
OVERHEAD LIGHT FIXTURE, AND BED BUMPER. SEE MECHANICAL AND
ELECTRICAL DRAWINGS.

INSTALL NEW MONITOR.

SEE ELECTRICAL DRAWINGS.

INSTALL NEW CAMERA. SEE ELECTRICAL DRAWINGS.

COAT HOOK — VA FURNISHED AND VA INSTALLED.

INSTALL NEW LINTEL FOR NEW DOOR HEADER, SEE DETAIL.
EXISTING AUTO DOOR OPERATOR RELOCATED. SEE ELECTRICAL DRAWINGS.
EXISTING TELEVISION BRACKET RELOCATED. SEE ELECTRICAL DRAWINGS.
CLOCK (BATTERY POWERED) — VA FURNISHED AND VA INSTALLED.

12" WASTE RECEPTACLE — VA FURNISHED AND VA INSTALLED.

STORAGE CABINET — VA FURNISHED AND VA INSTALLED.

REFRIGERATOR WITH ICE MAKER — VA FURNISHED AND VA INSTALLED.
MEDICINE DISPENSING EQUIPMENT — VA FURNISHED AND VA INSTALLED.
BLANKET WARMER — VA FURNISHED AND VA INSTALLED.

LINEN CARTS — VA FURNISHED AND VA INSTALLED.

PROVIDE AND INSTALL 6 DOUBLE—TIERED LOCKERS (TOTAL 12 LOCKERS).

FURNITURE (CHAIRS, TABLES, & DESKS) — VA FURNISHED AND VA
INSTALLED.

STRETCHER — VA FURNISHED AND VA INSTALLED.
VA EQUIPMENT — VA FURNISHED AND VA INSTALLED.
CRASH CART — VA FURNISHED AND VA INSTALLED.

INSTALL NEW PNEUMATIC TUBE SYSTEM TO EXISTING LAB ON SECOND
FLOOR, SEE SHEET AS—104.

INSTALL CARD READER. SEE ELECTRICAL DRAWINGS.

INSTALL AUTO DOOR OPERATOR. SEE ELECTRICAL DRAWINGS.

INSTALL WALL DIRECTIONAL SIGN CENTERED BETWEEN THE DOOR AND THE
WINDOW UNLESS OTHERWISE INSTRUCTED BY THE COTR.

INSTALL WALL DIRECTIONAL SIGN 12" FROM THE CORNER OF THE WALL
UNLESS OTHERWISE INSTRUCTED BY THE COTR.

INSTALL EXISTING TELEPHONE AND BOOTH RELOCATED FROM VESTIBULE.
COORDINATE EXACT LOCATION WITH COTR.

GYP. BD IN PSYCH ROOM TO BE HIGH IMPACT RESISTANT GYPSUM BOARD.
EXISTING FIRE EXTINGUISHER RELOCATED.

ICE MACHINE — SEE MECHANICAL DRAWINGS FOR PLUMBING
REQUIREMENTS. VA FURNISHED AND VA INSTALLED.

STORAGE CABINET — PROVIDE BLOCKING IN WALL FOR ANCHORAGE,
VERIFY WITH VA EXACT LOCATION AND HEIGHT FOR BLOCKING. VA
FURNISHED AND VA INSTALLED.

INSTALL 48 INCH HIGH RIGID PLASTIC WAINSCOT.
INSTALL HANDRAIL/WALL GUARD COMBINATION AND PLASTIC RUB STRIP.

INSTALL NEW SECURITY HEADWALL SYSTEM. SEE INTERIOR ELEVATIONS.

INSTALL NEW MONITOR CONNECTS AND POWER ONLY.
UNDER COUNTER REFRIGERATOR — VA FURNISHED AND VA INSTALLED.

TACKBOARD — 307X48”

PROVIDE 3 5/8” X 16 GA. MTL. STUD FRAMING AT 16” 0.C. FLOOR TO
STRUCTURE ABOVE WITH ADDITIONAL HORIZONTAL 16 GA. FRAMING TO
SUPPORT SHOWER SEAT.

PATIENT WANDERING SYSTEM CONTROL UNIT. COORDINATE UNIT AND
POWER LOCATION WITH COTR.

CONTRACTOR TO CUT OPENING FOR NEW EXHAUST FAN AND PROVIDE
NEW ROOFING AND FLASHING AS REQUIRED TO MAINTAIN EXISTING ROOF
WARRANTY PER ROOF MANUFACTURER RECOMMENDATIONS. SEE MECH.
DWGS.
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